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These operating instructions describe the radio-controlled water valve 
WaterControl 01 (also referred to as "product" in these operating instruc-
tions). These operating instructions are part of the product.

� You may only use the product if you have fully read and understood these 
operating instructions.

� Verify that these operating instructions are always accessible for any type 
of work performed on or with the product.

� Pass these operating instructions as well as all other product-related doc-
uments on to all owners of the product.

� If you feel that these operating instructions contain errors, inconsisten-
cies, ambiguities or other issues, contact the manufacturer prior to using 
the product.

These operating instructions are protected by copyright and may only be 
used as provided for by the corresponding copyright legislation. We reserve 
the right to modifications.

The manufacturer shall not be liable in any form whatsoever for direct or con-
sequential damage resulting from failure to observe these operating instruc-
tions or from failure to comply with directives, regulations and standards and 
any other statutory requirements applicable at the installation site of the prod-
uct.
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These operating instructions contain safety messages to alert you to poten-
tial hazards and risks. In addition to the instructions provided in these oper-
ating instructions, you must comply with all directives, standards and safety 
regulations applicable at the installation site of the product. Verify that you are 
familiar with all directives, standards and safety regulations and ensure com-
pliance with them prior to using the product.

Safety messages in these operating instructions are highlighted with warning 
symbols and warning words. Depending on the severity of a hazard, the 
safety messages are classified according to different hazard categories.

In addition, the following symbols are used in these operating instructions:

DANGER indicates a hazardous situation, which, if not avoided, will result in 
death or serious injury.

NOTICE indicates a hazardous situation, which, if not avoided, can result in 
equipment damage.

 This is the general safety alert symbol. It alerts to injury haz-
ards or equipment damage. Comply with all safety instruc-
tions in conjunction with this symbol to help avoid possible 
death, injury or equipment damage.

This symbol alerts to hazardous electrical voltage. If this 
symbol is used in a safety message, there is a hazard of 
electric shock.
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This product may only be used for manually or remotely controlled closing 
and opening of water pipes in buildings.

Any use other than the application explicitly permitted in these operating 
instructions is not permitted and causes hazards.

Verify that the product is suitable for the application planned by you prior to 
using the product. In doing so, take into account at least the following:

� All directives, standards and safety regulations applicable at the installa-
tion site of the product

� All conditions and data specified for the product

� The conditions of the planned application

In addition, perform a risk assessment in view of the planned application, 
according to an approved risk assessment method, and implement the 
appropriate safety measures, based on the results of the risk assessment. 
Take into account the consequences of installing or integrating the product 
into a system or a plant.

When using the product, perform all work and all other activities in conjunc-
tion with the product in compliance with the conditions specified in the oper-
ating instructions and on the nameplate, as well as with all directives, stand-
ards and safety regulations applicable at the installation site of the product.

The product must never be used in the following cases and for the following 
purposes:

� Hazardous area (EX)
- If the product is operated in hazardous areas, sparks may cause defla-

grations, fires or explosions.

� For liquids other than water

� Upstream of fighting systems (for example, fire sprinkler systems)

� Ambient temperatures of less than 0 °C at the shut-off ball valve,

� Ambient temperatures of less than -5 C° at the motor and the control unit

� In conjunction with products which are used for health-saving or life-sav-
ing purposes or whose operation may incur hazards to humans, animals 
or property.
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Only appropriately trained persons who are familiar with and understand the 
contents of these operating instructions and all other pertinent product docu-
mentation are authorized to mount, commission, maintain and decommission 
this product.

These persons must have sufficient technical training, knowledge and expe-
rience and be able to foresee and detect potential hazards that may be 
caused by using the product.

All persons working on and with the product must be fully familiar with all 
directives, standards and safety regulations that must be observed for per-
forming such work.

Always wear the required personal protective equipment. When performing 
work on and with the product, take into account that hazards may be present 
at the installation site which do not directly result from the product itself.

Only perform work on and with the product which is explicitly described in 
these operating instructions. Do not make any modifications to the product 
which are not described in these operating instructions.
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The product may be damaged as a result of improper transport or storage.

� Verify compliance with the specified ambient conditions during transport or 
storage of the product.

� Use the original packaging when transporting the product.
� Store the product in a clean and dry environment.
� Verify that the product is protected against shocks and impact during trans-

port and storage.
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The product consists of a control unit and a motor-driven shut-off ball valve 
for automatic flow interruption.

The shut-off ball valve consists of a ball valve made of brass and a motor 
drive with hand wheel for manual operation. The control unit is equipped with 
an EnOcean® wireless module.

A. Motor drive

B. Hand wheel for manual operation

C. Locking clip (for releasing the motor 
from the ball valve)

D. Screw connection G1 female

E. Screw connection G¾ female

F. Brass ball valve G1
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The control unit contains the display and the controls as well as the control 
electronics in an impact-resistant plastic housing.

A. Designation of product

B. Green LED: Shut-off ball 
valve open

C. Key: "Open"

D. Red LED: Shut-off ball 
valve closed

E. Key: "Close"

F. Yellow LED: Status wire-
less mode

G. Learn key

H. Icon from AFRISOhome 
App (in conjunction with 
gateway)

I. Type designation of the 
product
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Shut-off ball valve open.

The green LED to the right of the symbol indicates that 
the shut-off ball valve is open.

This key triggers opening of the shut-off ball valve.

Shut-off ball valve closed.

The red LED to the right of the symbol indicates that 
shut-off ball valve is closed.

This key triggers closing of the shut-off ball valve.

This key controls adding and removing of devices.
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The product shuts off and opens water pipes. In conjunction with additional 
water sensors, the product can monitor for water leakage caused by, for 
example, washing machines, dishwashers, water taps or water pipes. If a 
sensor detects water, the products shuts off the water pipe with the shut-off 
ball valve. The AFRISOhome gateway allows for automatic transmission of 
messages when the shut-off ball valve has changed its state.

The product complies with:

� EMC Directive (2014/30/EU)

� Low Voltage Directive (2014/35/EU)

� Radio Equipment Directive, RED (2014/53/EU)

� RoHS Directive (2011/65/EU)
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Dimensions control unit (W x H x D) 100 x 188 x 65 mm

Weight 430 g

Length mains cable 1.5 m

Housing material PC/ABS

Temperature for ball pressure test 100 °C

Ambient temperature operation -5 ... 55 °C

Ambient temperature storage -10 ... 60 °C

Supply voltage AC 100 ... 240 V, ±10 %, 
50 ... 60 Hz

Nominal power Motor at standstill < 2 VA

Motor running < 5 VA

Protection class (EN 60730) II 

Degree of protection (EN 60529) IP 40 

Type of attachment of non-detachable 
cord (EN 60730-1)

Type M

Type of action Type 1

Pollution degree (EN 60730-1) PD II

Rated impulse voltage 2500 V
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Frequency 868.3 MHz

Transmission power Maximum 10 mW

Range See chapter "Information on 
EnOcean® wireless"

EnOcean® Equipment Profile (EEP) D2-A0-01

Diameter connections 2 x G¾ 
female

2 x G1 
female

2 x G1¼ 
female

2 x G1½ 
female

Weight 1.2 kg 1.3 kg 1.9 kg 2.0 kg

Shut-off time in seconds < 5 < 5 < 5 < 5

Material ball valve Brass

Dimensions electric motor 
(W x H x D)

108 x 188 x 59 mm

Length connection cable 1 m

Ambient temperature operation 0 ... 50 °C

Ambient temperature storage -20 ... 70 °C

Ambient temperature medium 4 ... 80 °C

Relative humidity 80 %

Supply voltage DC 24 V

Protection class (EN 60730) III

Degree of protection (EN 60529) IP 40
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Verify compliance with the permissible ambient conditions.

Verify that the shut-off fitting for the water pipe has been closed and the 
water pipe drained before mounting the shut-off ball valve.

Verify that the control unit is mounted to an even, rigid and dry indoor wall 
at eye level.

Verify that the control unit is accessible and easy to oversee at all times.

Verify that the control unit is protected against water and splash water.

The product interrupts the water supply in the corresponding water pipe. Water 
consumers which rely on continuous water supply may be damaged if the water 
supply is interrupted.
� Verify that only those types of water consumers are connected to the water 

pipe to be shut off which cannot be damaged by an interruption of the water 
supply.

1. Mount the screw to the 
wall.

2. Fit the control unit.

3. Fasten the control unit by 
screwing the bottom lug to 
the wall.
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The shut-off ball valve is factory-connected to the control unit.

The shut-off ball valve is usually mounted with the motor attached. If the 
motor impedes mounting you can temporarily remove it from the brass 
shut-off ball valve:

 

1. Push the locking clip (A) to 
the position "lock open".

2. Remove the motor.

3. Mount the brass shut-off 
ball valve.

4. Fit the motor to the brass 
shut-off ball valve.
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1. Mount the shut-off ball valve

2. Tighten the screw connections with the specified tightening torque:
- G¾ and G1 = 60 Nm
- G1¼ and G1½ = 80 Nm

3. Open the shut-off fitting for the water pipe.

4. Verify tightness of the pipe.

 

5. Push the locking clip (A) 
back to the position "lock 
closed".
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The shut-off ball valve is permanently connected to the control unit. Do not 
extend or shorten the connection cable between the control unit and the 
shut-off ball valve.

The control unit has a permanently connected mains cable with flat connec-
tor.

1. Plug the mains plug of the control unit into a suitable isolated, earthed 
power outlet.

� Verify that the degree of protection against electric shock (protection class, 
double insulation) is not reduced by the type of electrical installation.

� Disconnect the mains voltage supply before performing the work and ensure 
that it cannot be switched on.

� Verify that no hazards can be caused by electrically conductive objects or 
media.
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The product can be connected to the following devices:

�  One AFRISOhome gateway

�  20 WaterSensor con

�  10 WaterSensor eco

�  10 wireless rocker switches

The procedure (with EnOcean wireless) is described in the operating instruc-
tions of the corresponding device.

Verify correct electrical connection of the control unit (see chapter "Elec-
trical connection").

Verify that the EnOcean wireless signal of the control unit reaches the 
device to be connected or that the device in the vicinity of the control unit.

1. Apply mains voltage.
- The green LED is on.

2. Hold down the lower key at the control unit until the yellow LED starts 
to flash.

3. Release the lower key.
- The control unit is in LEARN mode for approximately 30 seconds.

4. Send a LEARN telegram from the device to be connected.
- The yellow LED lights solid for approximately 4 seconds.
- The device to be connected is connected to the control unit.

5. Repeat the procedure (steps 2 and 3) for each device to be connected.

If you connect a device the second time, the connection to this device is 
cleared (see chapter "Disconnecting connected devices from the prod-
uct").

If the maximum number of devices that can be connected is reached, the 
red LED on the printed circuit board flashes for approximately four sec-
onds.

6. Place the water sensors at the mounting positions and perform a func-
tion test (see "Function test of the water sensors").



 

EN

WaterControl 01 

See the operating instructions of the AFRISOhome gateway or the app for 
detailed information on establishing a wireless connection.

Verify correct electrical connection of the control unit (see chapter 
"Electrical connection").

Verify that the EnOcean wireless signal of the control unit reaches the 
AFRISOhome gateway or that the AFRISOhome gateway is in the vicin-
ity of the control unit.

Verify that the AFRISOhome gateway is in "Learn" mode.

1. Apply mains voltage.
- The green LED is on.

2. Press the lower key at the control unit (for approximately half a second).

3. Release the key.
- The yellow LED lights up briefly.
- The control unit sends a Learn telegram (LRNTEL).
- The control unit is connected to the AFRISOhome gateway.

The connection to a device already connected is cleared if you connect 
the device a second time.

If the device has been successfully disconnected, the yellow LED at the 
control unit goes off.

1. Hold down the lower key at the control unit until the yellow LED starts 
to flash several times in quick succession.
- All connected devices are disconnected.

Verify that the product is properly mounted and electrically connected.

1. Plug the mains plug of the control unit into a suitable isolated, earthed 
power outlet.
- The green LED is on when the shut-off ball valve is open.
- The red LED is on when the shut-off ball valve is closed.
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During normal operation, the green LED at the control unit lights. If one of the 
sensors detects water, the product shuts off the water pipe with the shut-off 
ball valve and the red LED at the control unit lights up. The control unit sends 
a message to the AFRISOhome gateway when the shut-off ball valve 
changes its state. The user receives a message from the AFRISO app that 
water has been detected.

 

1. Push down the hand 
wheel.

2. Rotate the hand wheel to 
position "A" in order to 
close the shut-off ball 
valve.

3. Rotate the hand wheel to 
position "B" in order to 
open the shut-off ball 
valve.
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1. Hold down the centre key 
(Close) until the red LED 
lights.
- The shut-off ball valve is 

closed.

 

2. Hold down the upper key 
(Open) until the green 
LED lights.
- The shut-off ball valve is 

open.
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The shut-off ball valve can only be closed via water sensors. If a water mes-
sage reaches the control unit, the shut-off ball valve shuts off the water sup-
ply. The red LED at the control unit lights.

Remove the cause of the leakage prior to reopening the shut-off ball valve 
(see chapter "Opening/closing the shut-off ball valve via the control unit").

Verify that the shut-off ball valve is open.
- The green LED is on.

1. Press the slider at the WaterSensor eco once and release it.

2. Check whether the control unit has received the signal.
- The red LED lights.
- The shut-off ball valve shuts off the water supply.

Verify that the shut-off ball valve is open.
- The green LED is on.

1. Touch the bottom of the WaterSensor con with a wet finger.

2. Check whether the control unit has received the signal.
- The red LED lights.
- The shut-off ball valve shuts off the water supply.

You can open or close the shut-off ball valve using the wireless rocker switch.

1. Press the rocker of the wireless rocker switch.
- The shut-off ball valve opens or shuts off the water supply.
- The corresponding lights at the control unit.
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Deposits in water pipes can block the shut-off ball valve.

1. Use the hand wheel to verify correct operation of the shut-off ball valve 
(see chapter "Opening/closing the shut-off ball valve manually").

Any malfunctions that cannot be removed by means of the measures 
described in this chapter may only be repaired by the manufacturer or by 
qualified persons.

Every six months Check the wireless connection of all pushbuttons 
and water sensors (see chapters "Function test of 
the water sensors" and "Function test with wire-
less rocker switch").

Verify proper operation of the shut-off ball valve 
and the motor.

LEDs do not light No supply voltage Apply supply voltage

Shut-off ball valve is not 
fully open or closed

Fully open or fully close 
the shut-off ball valve

Other malfunctions - Contact the AFRISO 
service hotline
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Dispose of the product in compliance with all applicable directives, standards 
and safety regulations.

Electronic components must not be disposed of together with the normal 
household waste.

Get in touch with us before returning your product (service@afriso.de).

See our terms and conditions at www.afriso.com or your purchase contract 
for information on warranty.

 

1. Disconnect the product from mains.

2. Dismount the product (see chapters "Mounting the con-
trol unit" and "Mounting the shut-off ball valve", reverse 
sequence of steps).

3. Dispose of the product.
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� Only use genuine spare parts and accessories provided by the manufac-
turer.

Radio-controlled water valve
WaterControl 01 G¾

42570

Radio-controlled water valve
WaterControl 01 G1

42571

Shut-off ball valve 24 V G¾ + G1 42574
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Visit www.enocean.com for further information on range planning with 
EnOcean®.

Additional information on planning, installation and operation of EnOcean® 
wireless systems can be found at www.enocean.com.

� Wireless standard

� Wireless technology

� AN001

� AN102

� AN103

� AN201

Visit www.afrisohome.de for documents on EnOcean® technologies.

A variety of videos on AFRISO products can also be found on the AFRISO 
YouTube channel.
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